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195 SAFETY AND PROFESSIONAL SERICES SPS 316.002

Chapter SPS 316

ELECTRICAL
Subchapterl — Administration and Enfor cement SPS 316.310 Conductors for general wiring.
SPS 316.001 Purpose. SPS 316.312 Cabinets, cutout boxes and meter socket enclosures.
SPS 316.002 Scope. SPS 316.314 Outlet,device, pull and junction boxes; conduit bodies; fittings; and
SPS 316.003 Application. handholeenclosures.
SPS 316.004 Authority. SPS 316.334 Nonmetallic-sheathed cableydes NM, NMC and NMS.
SPS 316.005 Petition for variance. SPS 316.358 Uses permitted.
SPS 316.006 Penalties. SPS 316.400 Flexible cords and cables
SPS 316.007 Fees. SPS 316.406 Receptacles, cord connectors and attachment plugs (caps).
SPS 316.008 Appeals. SPS 316.450 Transformers and transformer vaults (including secondary ties).
Subchapter Il — General Requirements SPS 316.51 Commercial garages, repair and storage.
SPS 316.009 Construction and operation. SPS 316.547 Agricultural buildings.
SPS 316.010 Inspection and maintenance. SPS 316.620 Elevators,dumbwaiters, escalators, movimgilks, platform lifts
SPS 316.01  Electricalinspection of public buildings and places of employment. andstairway chairlifts.
SPS316.012 Use of approved materials and construction methods. SPS 316.675 Electrically driven or controlled irrigation machines.
SPS 316.013 Electric fences. SPS 316.680 Swimming pools, fountains and similar installations.
SPS 316.014 Adoption of standards by reference. SPS 316.700 Emegency systems.

. o SPS 316.701 Legally required standby systems.
Subchapter 1ll — Changes, Additions or Omissions to the NE®

SPS 316.015 Changes, additions or omissions to NEC Subchapter |V — Electrical Inspection

SPS 316.090 Introduction. SPS 316.900 Purpose.

SPS 316.100 Definitions. SPS 316.905 Scope.

SPS 31610 Requirements for electrical installation. SPS 316.910 Application.

SPS 316.210 Branch circuits. SPS 316.915 Definitions.

SPS 316.220 Branch-circuit, feeder and service calculations. SPS 316.920 Authority.

SPS 316.225 Outside branch circuits and feeders. SPS 316.930 Electrical plan review

SPS 316.230 Services. SPS 316.940 Inspections.

SPS 316.250 Grounding and bonding. SPS 316.950 Connection of electric service.
SPS 316.300 Wiring methods. SPS 316.960 Technical assistance.

hNOtterl &hspltgr ILHR 16 tasa igcexti_ste?\l on OcttJobelr Sllé 8128(4: I\1Na3t re?fglsmlgmd atas yards, carnivals, parking and other lots, mines, trenches and
chapter was create: ive November 1, ; Chapter as i ; : ;
exisrt)edon February 29, 1988 was repealed and a new chapterpILHR 16 was creéfégnas’and |nQUstrlaI substations. .
effectiveMarch 1,"1988; Chapter ILHR6 as it existed on October 31, 1990, was  (b) Installations of conductors and equipment that connect to
repealecand a nevehapter ILHR 16 was createdegftive November 1, 1990. Chap the supply of electricity
ter ILHR 16 wagenumberedhapter Comm 16 under s. 13.93 (2m) (b) 1., Stats., and R . .
correctionsmade under s. 13.93 (2m) (b) 7., Stats., Regi&teyust, 1996, No. 488.  (C) Installations of other outside conductors and equipment on
Chapte Conm 16 wes renumberd chapte SPS 316 nde s 13.2 @) () 1, Sats, Reg-  the premises.
ister Decembe 2011 No. 672. d) Installati f optical fib bl

Note: Chapter Comm 17 was repealefiéetive October 1, 1999. Sections Comm ( ) nstalla !Ons O Op_IC.a Iber cable. . .
16.60to 16.67 were created to replace ch. Comm 17. (e) Installations in buildings used Hye electric utility, such

.+ ote: Subchapter lll of Ch. Somm 16 (Sections Gomm 1615 through 16.52) g %ffice buildings, warehouses, garages, machine shops and rec
effective March 1 3000 o lepealedand a new subchapler T was ciftionalbuildings, that are not an integral part of a generating
plant, substation or control center

Subchapter| — Administration and Enfor cement () Inspections of electrical construction of farms, public
buildingsand places of employment.
SPS 316.001 Purpose. (1) PRACTICAL SAFEGUARDING. (2) Not coverep. This chapter does not cover:

Pursuanto ss. 101.02 (1), 101.63 (1), 101.73 (1), and 101.82 (1), (a) Installations of electric conductors aeguipment in ships,
Stats. the purpose dthis chapter is the practical safeguarding ovatercraft other than floating buildings, railway rolling stock, air
personsand property from hazards arising from the installatioeraft, or automotive vehicles other than mobile homes and-recre
anduse of electricity ationalvehicles.

F1sage not n Confommty with i chaptailis a6cus heoase el wirg i o) Installations of electric conductors and equipment for gen
rc:otpro%ide for increases |¥1 the use of elgctn’ci&m adequate initial installationgand erathn,transformatlon or distribution O,f pO,WGr used exclusively
reasonablgrovisionsfor system changes will provide for future increases in the udey railways for signaling and communication purposes.
of electricity ) ) ) ) (c) Installations of communication equipment under exclusive

(2) CopeINTENTION. This chapter is not intendes a design  control of communication utilities, located outdoors or in building
specificationor as an instruction manual for untrained personsspaceaised exclusively for such installations.

Note: The Wsconsin state electrical code is issued and administered by the ; ; ; : it
departmentand by the public service commission in 2 chapters ofiseonsin (d) . Installations, 'nCI!Jd'n_g_ _aSSOC'ated lighting, under the
administrativecode. The departmehas the responsibility for issuance and adminis€Xclusivecontrol of electric utilitiedor the purpose of commu

trationof this chapterand the public service commission has the responsibility fanications, metering, generation, control, transformation, trans

issuanceand administration of ch. PSQ4L . fetrib : : -
History: Cr. RegisterOctober 1990, No. 418, &f11-1-90; CR 08-047enum.  1SSIonor distribution of electric engy. Such installations shall

from Comm 16.01 and am. (2) Register February 2009 No. @38-a+-09:corec  Delocatedin buildings used exclusively by utilities for such-pur
tion in (1) made under s. 13.92 (4) (b) 7., Stats., Register February 2009 No. 6380ses; outdoors on property owned or leased by the udifityr

along public highways, streets, roadsonilar public thorough
SPS 316.002 Scope. (1) Covereb. This chaptecovers: fares;or outdoors on private property by established rights such
(a) Installations of electric and communication conductors a@§easements.
equipmenin places of employment, within or on public gré (e) Installations for the purpose of street or area lighting owned
vatebuildings or other structures, including mobile homes, recrand under exclusive control of electrical utilities or municipal
ationalvehicles,and floating buildings; and other premises sucélectricdepartments where located outdoors on property owned
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SPS 316.002 WISCONSINADMINISTRATIVE CODE 196

or leased by the utility; on @long public highways, streets, roads SPS 316.005 Petition for variance. The department
or similar public thoroughfares; or outdoors on private propertshallconsider and may grant a variance to a provision of this chap
by established rights such as easements, where such installatiens accordancwith ch. SPS 303. The petition for variance shall
arein compliance with ch. PSCl4. include, where applicable, a position statement from the fire
History: Cr. RegisterOctober 1990, No. 418, éf11-1-90 am. (1) (b) and (), departmentaving jurisdiction.
RegisterMarch, 1994, No. 459, efi—1-94; cr(1) (e), rand recr(2) (d), (e), Regis Note: Chapter SPS 303 requires thebmittal of a petition for variance form
tsezhsAUﬁgli%L_ il?gg (’:\‘g-o‘;%%%g‘l‘gg? cr (:IL?) (), RegAlstﬁ:;S()%pst%mbgﬂQgSiL B‘g (SBD-9890)nd a fee, and that an equivalency is established in the petition for vari
CR(’)eS—'O47' o Corn aTé (0% (F?) .etgls::erb pri 2009 ISJ' g‘%ﬁb{_og' ancethat meets the intent of the rule bepagitioned. Chapter SPS 303 also requires
- renum. from Comm 16. egister February 0. ' * thedepartment to process regular petitions within 30 business days and priority peti
. tionswithin 10 business days.
SPS 316.003 Application. (1) TYPESOF INSTALLATIONS. Note: The Department forms required in this chapter are available for a nominal

Theprovisions of this ch r | Il new installati n feeat telephone 800-DOC-SALE (800-362-7253) ot fllelecommunications
eprovisions of this chapter apply to all ne stallaticaso Relay),or at docsales@doa.state.wi.l@rms are also available at no dfeat the

structions alterations and Fj\XtenS'onS' ) ) Department'sheb site at http://dsps.wi.gov through links to Division of Industry Ser
(2) TestinGg. Rooms which are used exclusivédy routine or  vicesforms.

i 1 L] History: Cr. RegisterOctober1990, No. 418, &f11-1-90; r and rect Register
specialelectrical test work and are under the supervision of & qual e ¥ 566 No, 525, £110-1-99: CR 08-047: renum. from Comm 16.05 Reg

ified person, shall comply with this chapter where practicable fRferFebruary2009 No. 638, &73-1-09; correction made under s. 13.92 (4) (b) 7.,
the character of the testing done. Stats. Register December 20No. 672.

(3) EXISTING INSTALLATIONS. EXxisting electrical installations SPS 316.006 Penalties. Penalties for violations of this
shallconform to the electrical codlat applied when the installa chaptershall. be assessed in accordance with s. 101 02(ID)
tions were installed. An existing electrical installation may bﬁS) or s. 101.88 (3). Stats ' )
requ!redto be brotht Into compllanqe .Wlth the cqrrent cede Note: Section 101.02 (13) (a), Stats., indicates penalties will be assessed against
requirementdy the department and within ttime period deter  any employeremployee, owner or other person who fails or refuses to perform any

minedby the department when a hazard to life, health or propestyy lawfully enjoined, within the time prescribed by the department, for which no
; i i ; penaltyhas been specifically provided, or who fails, neglects or refuses to comply
existsor is created by the installation. with any lawful order made by the department, or any judgment or decree made by

(4) Rerars. Repairs to electrical installations shall conformanycourt in connection with ss. 101.01 to 101.599, Stats.e&ah violation, failure

to the electrical code that applied when the installations wetgefusal, the employee, owner or other person must forfeppananto the state trea
surya sum not less than $10 nor more than $100 for each violation.

'n_Sta”ed' A repair ma,y be .requwetd be brotht Into Coml?“e,‘”ce Note: Section 101.02 (12), Stats., indicates that every day during which any per
with the current code’requirements by the department &iitthin  son, personscorporation or any iter, agent or employee thereof, fails to observe
thetime period determined by the department when a hazardandcomply with an order of the department will constitute a separateistinct

B ; ; : violation of such order

life, health or property exists or is created by the repalr_ ~ History: Cr. RegisterOctobey 1990, No. 418, 611-1-90; am., RegisteBep

(5) DiIFFERINGRULES. (a) Whereany department rule in this tember,1999, No. 525, £10-1-99; CR 08-047: renum. from Comm 16.06 Register

chapterdiffers from a requirement within a standard referenced figbruary2009 No. 638, éf3-1-09.

this chaptey the depar;n_]ent rule _shall govern. . SPS 316.007 Fees. Fees for petitions for variance, elec
(b) Where a provision of this chapter prescribes a genefaka| plan review and electrical inspections issued uriblisr

requirementand another provision of thishapter prescribes a chaptershall be submitted as specified in ch. SPS 302.

specificor more detailedequirement regarding the same subject, History: Cr. RegisterSeptemberL999, No. 525, &10-1-99; CR 02-072: am.

the specific or more detailed requirement shall govern, exceptReisterApril 2003 No. 568, df 5-1-03; CR 08-047: renum. from Comm 16.065
rovidedin par (a) RegisterFebruary 2009 No. 638,fe8-1-09; correction made under s. 13.92(()
P NS . . . L 7., Stats., Register December 20do. 672.
(c) Where diferent sections of thishapter specify conflicting
requirementsthe most restrictive requirement, as determined by SPS 316.008 Appeals. (1) APPEAL OF LOCAL ORDER.

the department, shall govern, except as provided in pars. (a) @ty person décted by a local order whiahay be in conflict with

(b). aprovision of this chapter may petition the department for a hear
Note: This chapter does natullify any exclusions specified in the standarding onthe grounds that the local order is unreasonable and{n con
adoptedunder s. SPS 316.014. flict with the provision of this chapteAll appeals shall be acted

History: Cr. RegisterOctobey 1990, No. 418, &f11-1-90; CR 02-072: end e : o ;
recr.(3), cr (4) Register April 2003 No. 568,fe6-1-03; CR 08-047: renum. from on and a decision in writing shall be issued by the department

Comm16.03 Register February 2009 No. 638, 2£1-09,CR 13-042: am. (tite), Within 30 business days of receiving an appeal.
cr. (5) Register November 2013 No. 695, eff. 12-1-13. Note: Section 101.01 (I (f), Stats., defines “local order” as any ordinance, order
rule or determination of any commaouncil, board of aldermen, board of trustees
SPS 316.004 Authority. (1) DEPARTMENT AUTHORITY. or the village board, of any village oity, or the board of health of any municipality

. or an order or direction adny oficial of such municipalityupon any matter over
Unders. 101.02 (1), Stats., the department reserves the rightgigen the department has jurisdicdon. oo o & v

interpretthe requirements in this chapter and in all adopted COdeS(z) PETITION OF ADMINISTRATIVE RULE. Pursuant to £27.12,

andstandards. Stats. any municipalitycorporation or any 5 anore persons hav

Note: Section 101.02 (19f the Statutes reads: “The department shall adopt re i i i ; i
sonableand proper rules and regulations relative to the exercise of its powers gﬂg an interest in an administrative rule may petltlondhpar{

authoritiesand proper rules to govern its proceedings and to regulate theamsde Mentrequesting the adoption, amendment or repeal of the rule.
manner of all investigations and hearings.” History: Cr. RegisterOctober1990, No. 418, &f11-1-90; CR 08—-047enum.

(2) MUNICIPAL AUTHORITY. Municipalities may exercise juris from Comm 16.07 Register February 2009 No. 638,3f1-09.
diction over inspection of electrical construction covered by the
scopeof this chapter For publicbuildings and places of employ
ment, s. SPS 316.920 (2) specifies the conditions reqded  gps 316.009 Construction and operation. (1) Gen-

Subchapterll — General Requirements

mﬁntlmpsa“?eSts%se)é%%I;%T? Jurt:.SbCl'C"O“- cipdityn adopt ErRAL. All electrical power and communication equipmand

ote: Section . a) prohibits any municip adopting an ; .
ordinanceestablishing restrictions on the electrical construction of one— and twvy—nes Sha.” b.e constructed, .mStaHEd’ operated an.d m.amtalned S0
family dwellings covered by the Uniform Dwelling Code. asto minimize hazards to life and proper#ll electrical installa

clj\.lote: Secti%rﬂ iPS 361.03 (5) (b) prﬁhibitls any rl'nunicipality fromf adolp}ingllailions shall conform to thé\ational Electrical Cod®, incorpce

ordinanceestablishing restrictions on the electrical construction of multifami i i i i

dwellingsas defined i?] CSPS 3620902, lg‘at?]Qbyr:eference in this chaptemdthe requirements specified
History: Cr. Register October 1990, No. 418, &f11-1-90; am. (1), Register N thIS chapter , , , o

August, 1996, No. 488, &9-1-96; am. (2and r (3), RegisterSeptember1999, No. Note: The federal and state Fair Housing Acts, the federal Americans with Dis

525, eff. 10-1-99;CR 08-047: renum. from Comm 16.04 Register February 200®ilities Act and the Wéconsin Commercial Building Code (chs. SB&. to 366)

No. 638, ef. 3-1-09; corrections made under s. 13.92§}y., Stats., Register Feb containrequirements relating to makimgildings accessible to and usable by people

ruary 2009 No. 638; correction in (1), (2) made under s. 13.92 (4) (b) 7., Stats:, Regih disabilities. Some of those requirements apply to the installation of vetémus

ter December 20LNo. 672,CR 13-042: am. (1) Register November 2013 No. 695, trical devices. For example, in the federal fair housing accessibility guidelines,

eff. 12-1-13. devicessuch as lighswitches, electrical outlets, thermostats and other environmental

RegisteNovember 2013 No. 695
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197 SAFETY AND PROFESSIONAL SERICES SPS 316.100

controlswould meet the requirements if operable parts of the controls are located noSPS 316.014 Adoption of standards by reference.
higherthan 48 inches, and no lower than 15 inches, above the floe reach is i i i

over an obstruction between 20 and 25 inches in depth, the maximum heigh‘ PRIMARY STANDARPS' Th.e foIIowmg .Standard IS he“?'.oy Ineor
reducedo 44 inches for forward approach; orid6hes for side approach, provided POratedby reference into this chapteubject to the modifications
the obstruction is no more than 24 inches in depth. Complete copies of the fedgpecifiedin this chapter:

Fair Housing Accessibility Guidelines or the federal Americans with Disabilities Act . . . L
Accessibility Guidelines can be obtained from t8aperintendent of Documents, (a) National Fire Pr(_)tectlon ASSOCI&I@'@NFFA), One Bat
New Orders, FO. Box 371954, Pittsbgh, A 15250-7954. terymarch Park, Quincy MA 02169-7471, telephone

(2) INSTALLATIONS OVER 600 VOLTS. Installations over 600 800—344-3555www.nfpa.og: NFPA 70 National Electrical
volts shall, in addition to the requirements of this chamtemply Code®, (NEC®) — 2011.
with ch. PSC 14. Note: Copies of the standard are on file in thiicek of the Department artde

; . ; _1-00- _ LegislativeReference Bureau. A copy of thede may be purchased from thgasr
fromsécg%m%G%%ggteegi(s)tgf Egﬁggg, 2‘8051 %\%.éé% 31eﬂ9_069§ R 08-047enum. nizationlisted or may be reviewed tine oganizations website at not cost if the per

sonis a registered user for the site.

SPS 316.010 Inspection and maintenance.  All elec- (b) If arequirement in the standard adopted in (@arcontains
trical installations and equipment shall be cleaned and inspecidg0SS—reference to another requirement modified by this chap
atintervals aexperience has shown to be necessany equip €' the modification shalapply to the cross-reference unless
ment or electrical installation known to be defective sotms SPecifiedotherwise in this chapter
endangetife or property shall be promptly repaired, permanently (2) SECONDARY REFERENCES. Any codes or standards refer
disconnectedor isolated until repairs can be made. Constructioficedin the standard adopted in sub. (1) (a) shall apply to the pre
repairs,additions, and changes to electrical equipment and c&¢ribedextent of each such referenegcept as modified by this
ductorsshall be made by qualified persons only chapter.

History: Cr. RegisterOctobey 1990, No. 418, &f11-1-90; CR 08-047enum. (3) ALTERNATE STANDARDS. Any alternate standard that is
from Comm 16.09 Register February 2009 No. 638 3efl-09. equivalentto or more stringent than a standard incorporated by
referenceor otherwisaeferenced under this chapter may be used

SPS 316.011 Electrical inspection of public  build - in lieu of the incorporated or referenced standard if the alternate

Ings tandt_pIaCfIss,t_of ?mplogl_mebnt_.ld_ 'nSp%Ct'?n ofelefctrlca: standards accepted in writing by the department.
constructionrelating . 0 public l.‘" INgs anad places or employ History: Cr. Register October 1990, No. 418, &f11-1-90; am. (1), Register
mentshall comply with the requirements of subch. IV March, 1994, No. 459, £f4-1-94; am. (1), RegisteAugust, 1996, No. 488, fef

History: Cr. RegisterOctobey 1990, No. 418, &f11-1-90; am., RegisteBep ~ 9-1-967. and rect RegisterSeptember1999, No. 525, &f10-1-99; CR 02-072:
tember,1999, No. 525, £f10-1-99; CR 08-047: renum. from Comm 16.10 Registe¥. (1), renum. (2) to be Comm 16.12 and am. Register April 2003 No. §6B;£f03;
February2009 No. 638, éf3-1-09. CR 05-010: am. Register August 2005 No. 58,9-1-05; CR 08-047: renum.

from Comm 16.12 and am. Register February 2009 No. 6383€f-09;CR

. 13-042:r. and rect. Register November 2013 No. 695, eff. 12-1-13.
SPS 316.012 Use of approved materials and  con- r- and rect. Register Rovember 005, €

struction methods. (1) MATERIALS. Materials, equipment

and products that do not comply with the requirements of th
chaptershall not be usednless approved in writing by the depart
ment. Approval of materials, equipment, and products gheall . _
basedon suficient data, tests, and other evidence that prove the SPS 316.015 Changes, additions or omissions to
material, equipment, oproduct meets the intent of the requireNEC®. Changes, additions or omissions tozional Electrt

mentsof this chapter Data, tests, and other evidence shall be pr§al Cod€ (NEC®) are specified in this subchaper andrarles
videdby a qualified independent third party of the department and not requirements ofNEC®.

. iiad i ; i ; g Note: The referencetlEC® article or section number will correspond with the
nizl\ézttzgtlizr)](g T;‘[))Igrsa?é; glrj]?jlIge;ré?gseggﬂgfgtnggggf rty include a nationally recogPSdesignation number artile and will precede the text of the rule. Example: SPS
. . 316.100[NEC 100].

(2) METHODSOFINSTALLATION. Methods of installation that do Histor[y; CR 08]_047; crRegister February 2009 No. 638, &-1-09.
not comply with the regulations of this chapter shall not be used
unless approved by the department. SPS 316.090 Introduction.  The requirements specified

(3) NEWPRODUCTSCONSTRUCTIONSORMATERIALS. The incor  in NEC 90.1, NEC 90.2 and NEC 90.4 are not included as part of
poratedNational Electrical Cod® may require new products, this chapter
constructionspr materials that may not be available at the timeHistory: CR 08-047: crRegister February 2009 No. 638f. &1-09;CR
this chapter is adopted. In such event, the departmenpmayit 13-042:am. (title) Register November 2013 No. 695, eff. 12-1-13.
the use of the products, constructions or materials which comply -
with a previous edition of thidational Electrical Code. _~SPS gle'l?o ?%f'rf'.'t'.?.”s' (1) (ﬁjt.’t'?'T'otNS;[hThg ;.0".?."" _

History: Cr. RegisterOctober 1990, No. 418, &f11-1-90; CR 02-072: end g @r€ department definitions in addition 1o the denniuons in

recr.(1) Register April 2003 No. 568,fe6—-1-03; CR 08-047: renum. from Comm NEC 100:

16.11Register February 2009 No. 638, 8F1-09;CR 13-042: am. (1) to (3) Reg « ”
ister November 2013 No. 695, eff. 12-1-13. sio(naa)llseDr(\alri)gtsmem means the department of safety and profes

SPS 316.013 Electric fences. The following are depart (b) “Floors” means stories as specified in chs. SPS 361 to 366.
mentrules in addition to the requirements of MEC®: (c) “Nonrated construction” meangfes Ill, IV and V con

(1) ELECTRICFENCECONTROLLERS. (@) Electric fence control structionin accordance with chs. SPS 361 to 366 acdrisidered
lersshall be of a type listed by a nationally recognized testing lalo be nonfire—rated for the purposes of this chapter
oratory. (d) “Private sewage system” has the meaning specified under

(b) Electric fence controllers shall be installed and uséidein s.145.01 (12), Stats.

exactmanner and for the exact purpose indicated by the manufacf\lctne: dUcr;,der s. |145-(t)1 (12), Stats., ;‘pri\t/atet sewage systetm”tmekans c? sel\/vaige treat
e : : ot ment and disposal systesarving a single structure with a septic tank and soil absorp
turer'sinstructions, markings, listings or labels. tion field located on the same parcel as the structure. This term also means an alterna

(2) GrounbpING. Electric fence controllers shall be groundedve sewage system approved by the department including a substitutegeptice
asspecified in NEC 2503xcept that where stray voItages in dairé“kor soil absorption field, a holding tank, a system serving more thastrocéure
p

ilki | hvsical | h . a system located andifferent parcel than the structure. A private sewage system
barnsor milking parlors create physical problems to the animal§aybe owned by the property owner or a special purpose district.

the use of a single made electrode shall be permitted. (2) SussTiTuTIONS. The following department definitions are

Note: Unders. 101.18Stats., the Department is responsible for establishingybstitutionsfor the respective definitions in NEC 100:
“...reasonablestandards, rules or regulations for the erection, construction, repair “Building” h d | .
andmaintenance of electric fences as shall render them safe.” (a) "Building” means a structure that stands alone or is-sepa

History: CR 08-047: crRegister February 2009 No. 638, &-1-09. ratedfrom adjoining structures by fire walls having not less than

§ubchapterlll — Changes, Additions or Omissions to
the NEC®
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a 3—hour fire—resistance rating with all openings in the wal pro SPS 316.225 Outside branch circuits and feeders.

tected with 3—hour rated fire door assemblies. (1) CLEARANCESFROM BUILDINGS FORCONDUCTORSNOT OVER 600
Note: See chs. SPS 361 to 366 for fire-resistance standards. voLTs. Substitute the following wording for NEC 225.19 (A)
(b) “Special permission” means a petitifor variance in ExceptionNo. 4: The requirement for maintaining the vertical

accordancevith s. SPS 316.005. clearance3 feet from the edge of the roof does not apply to the

History: CR 08-047: crRegister February 2009 No. 63§, 8+1-09; correction  final conductor span to the building.

510(111)151%) ((5%)2’_(0)’ (2) (b) made under s. 13.920¢3p., 7., Stats., Register December (2) NumBER OF supPPLIES. The following are department rules
in addition to the requirements in NEC 225.30:

SPS 316.110 Requirements for electrical installa - (a) For the purpose of this section, multipgeders that are
tion. Substitute the following wording for the requiremeints suppliedfrom the sameistribution point, having a total rating of
NEC 110.3 (B): Listed or labeled equipment shzdlinstalled or 300amperes or more, and that suppdt more than 6 disconnect
used,or both, in accordance witiny instructions included in the ing means grouped at the same location shall be considered as one
listing or labeling, provided the instructions, listing or labeliltg supply.

not conflict with this chapter (b) Multi-occupancy buildings or structures may have one set
History: CR 08-047: crRegister February 2009 No. 638f. &1-09;CR

13-042:am. Register November 2013 No. 695, eff. 12-1-13. of branchcircuit conductors installed from a dwelling unit to the
' secondbuilding or structures respective occupied space.
SPS 316.210 Branch circuits. (1) IDENTIFICATION FOR (3) LocaTion. This is a department rule in addition to the
BRANCH CIrRcuITS. This is a department informational note to beequirement®f NEC 225.32: Théuilding disconnect required
usedunder NEC 210.5 (C): by NEC 225.31 shall be located in accordance with s. SPS 316.230

Note: For 277/480/0lt systems, the recommended wi're colors are brown, oranga),
andyellow. For 120/208 volt systems, the recommenafigd colors are black, red ~ Note: See ch. PSCI% regarding clearances of conductors of over 600 volts and

andblue. for prohibition of constructing dwellings under or near overhead lines.

(2) GROUND-FAULT CIRCUIT-INTERRUPTER PROTECTION FOR (4) CLEARANCES OVER ROADWAYS, WALKWAYS, RAIL, WATER
PERSONNEL. This is a department exceptiorthe requirements in ayp openLAND. Substitute the following wording fdhe note to
NEC 210.8 (A). NEC 225.60 (C):

Exception: Ground-fault circuit—interrupter protection shall not Note: For clearances of conductors of over 600 volts, see ch. PSC 1
be required for a single receptacle providing power for sump or (6) CLEARANCES OVER BUILDINGS AND OTHER STRUCTURES.
sewagepumps where an accessible ground-fault circuit-intepubstitutethe following wording for the note to NEC 225.@):

ithi Note: See ch. PSCl14 regarding clearances of conductors of over 600 volts and
rupterprotected receptacle located within 900 mm (3 ft) of the for prohibition of constructing dwellings under or near overhead lines.

non-GFClprotected receptacle. History: CR 08-047: crRegister February 2009 No. 634, 8f1-09; correction
e . in (4) made under s. 13.92 (4) (b) 7., Stats., Register DecemleN20572,CR

(3) BRANCH ClRC.UITS REQUIRED. This |sadepartmen_t rule 'r_] 13(—342: t (1), renum. (2) to ((5)) (to)(l) to (4) and gm. (2) (a) Register November

additionto the requirements of NEC 210:1Where an air condi 2013 No. 695, eff. 12-1-13

tioner sleeve is provided in a building wall, a receptacle outlet

shallbe located within 4 feet of the _sleeve. Ifa circuit_isruot ~ SPS 316.230 Services. (1) NUMBER OF SERVICES. ()

to the outlet, a raceway shale provided. When the air condi Theseare department informational notesbe used under NEC

tionerisinstalled in the sleeve, it shall be supplied by an individuaB0.2(intro.):

branchcircuit. A receptacle outlet installed fan air conditioner  Note: See definition of building in s. SPS 316.100 (2) (a).

may not be counted as one of the receptacles required by NEG@ote: Itis recommended that the electric utility or cooperative supplying electric

210.52(A) currentbe contacted prior to service equipment installationarigrspecial require
) ) ments.
(4) BRANCH CIRCUIT EXTENSIONSOR MODIFICATIONS — DWELL- (b) Substitute the foIIowing Wording for NEC 230.2 (B) (2)

ING UNITS. The requirements in NEC 210.12 (B) are not includeflyq or more service drops or laterals for the same class of service
aspart of this chapter _ ~if located more than 150 feet apart, measured in a straight line, and
(5) LIGHTING OUTLETS REQUIRED. Substitute the following providedthat all electrical wiring supplied by each service has no

wording for NEC 210.70 (A) (1): At least one wall switch—eon commonraceway or connection with any other service.
trolled lighting outlet shall be installed in every habitable room, (c) This is a department rule in addition to the requiremaints

kitchenand bathroom. _ _ NEC 230.2 (B): For a building which is not more than 3 stories
(6) CounTERTOP RECEPTACLES. The requirements in NEC jn height and which contains onlydd more attached, vertically
210.52(A) (4) are not included as part of this chapter separatedside-by-side or back-to-back dwelling units, with

History: CR 08-047: crRegister February 2009 No. 638f. &-1-09;CR i i indivi i it withi
13-0421. (2) (a). (C), Bnum. (2) (b) to (2). rand recr (4). renurm. (6) to (%), or eachdwelling unit served by an individual exterior exit within 6

(6) Register November 2013 No. 695, eff. 12-1-13. feetof the exit dischaye grade, a separate service drofataral
shallbe permitted for each 2 attached units.
SPS 316.220 Branch-circuit, feeder and service (2) NUMBER OF SERVICE-ENTRANCE CONDUCTOR SETS. The

calculations. (1) GENERAL. This is adepartment exception to requirementsspecified in NEC 230.40 Exception No. 3 are not
therequirements in NEC 220.10: Circuit load calculations majcludedas part of this chapter
useunit load values lower than those identified in NE&bl€ (3) SERVICE EQUIPMENT — DISCONNECTINGMEANS. (a) Gen-

220.12for lighting loads calculated using the maximum electrical,| “This is a department rule in additiontte requirements of

energyconservation valuespecified under ch. SPS 363 for publiqyec 230.70: Disconnecting means shall be provided to discon
buildingsand places of employment. _ _ nectthe utility wiring from the premises wiring at any point where
(2) ExcerTioN. This is a department exception to the requireytility wiring terminates and premises wiring extends overhead or
mentsin NEC 220.40: undergroundo more than one building or structure.
Exception: Under the supervision of ai¥¢onsin professional  (b) Location. This is a department rule in addition to the
engineerarchitect or designer of electrical systems, the feederrequirementof NEC 230.70 (A): Raceways containisgrvice
servicesize may be computed using diversigtors or historical conductorsor cables, or service entrance cable not contained
dataof a similar type of building, other than one— and 2-familyithin a racewaymay not extend longer than 8 feet intougiding

dwelling units. o0 the servicalisconnect or the first service disconnect of a group
History: CR 08-047: crRegister February 2009 No. 638f.&-1-09;:cr  ©Of disconnects as permitted by NEC 230.71. The raceways-or con
13-042:1. and recr. (1) Register November 2013 No. 695, eff. 12-1-13. ductorsshall be considered to have entered the building at the

RegisteNovember 2013 No. 695
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199 SAFETY AND PROFESSIONAL SERICES SPS 316.400

point where they pass through the outer surfafcthe building ExceptionNo. 6: The derating factors shown in NE@ble
exterior,except as permitted by NEC 230.6. 310.15(B) (2) (a) do not apply to branch circuits supplying an

(4) RATING OF SERVICE DISCONNECTING MEANS. This is a individual dwelling unit except under the following conditions:
departmentule in addition to the requirements of NEC 230.79: (1) wheremore than two NM cables containing two or more

(a) Two~ or multi-family dwellings Except as provided in par current-carryingconductors arénstalled, without maintaining
(b), for 2—family or multi-family dwellings, the service equip spacingbetween the cables, througre same opening in wood
mentshall have a rating of not less than 150 amperes, 3-wirefimingthat is to be fire— or draft-stopped using thermal insula
4-wire. Where the combined rating of all service disconnectingn, caulk or sealing foam, the allowable ampacity of each con
meansis 150 amperes or ger, the service or feeder equipmentductor shall be adjusted in accordance wihl& 310.15 (B)2)
ratingfor each dwelling unit shall have a rating of not less than @8) and the provisions of 310.15 (A) (2) shall not apply
amperes. _ _ _ . (2) Wheremore than two NM cables containing two or more

(b) Exception Serviceequipment having a rating of not lesscurrent—carryingonductors arstalled in contact with thermal
than100 amperes, 3-wire or 4-wire, may be installed in an-exigisulation without maintaining spacing between cables, the
ing 2—family dwelling only where both of the following condi allowableampacity of each conductshall be adjusted in accerd
tionsare complied with: ancewith Table 310.15 (B) (2) (a).

1. The load computed in accordance with NEC 220 does notlistory: CR 08-047: crRegister February 2009 No. 638f. &-1-09;CR
exceed30 amperes. 13-042:am. (title), (intro.) Register November 2013 No. 695, eff. 12-1-13.
2 t_Spgcifictwritt?rrl] approval (ijs_ tgranted by the municipal sps 316,312 Cabinets, cutout boxes and meter
Inspectiondepartment having jurisaiction. socket enclosures. (1) CasLEs. Substitute the following
e, CF O 047, g Pt 2000 o 5 S L.00GR, L GINE 3125 (0) Evcepion (o
(3) (tile). (3) (@) (itle), renum. (5) to (4) RegisteNovember 2013 No. 695, eff. - Exception: Cables with entirely nonmetallic sheaths may enter an

' enclosurethrough one or more nonflexible raceways of not less
SPS 316.250 Grounding and bonding. (1) SuppLe  thanl2 inches and not more than 10 feet in length, provided all of
MENTAL ELECTRODEREQUIRED. The exception in NEC 250.53 (A) the following conditions are met:
(2) is not included as part of this chapter (2) Owmission. The requirements specified in NEC 312.5 (C)
(2) SuPPLEMENTAL ELECTRODE. This is a department rule in Exception paragraph (b) are not included as part of this chapter
additionto the requiremenia NEC 250.53 (A) (3): Asingle elec  (3) Frming. Substitute the following wording for NEC 312.5
trodeconsisting of aod, pipe or plate shall be augmented by o ) Exception paragraph (c): A fitting is provided on eachand
additionalelectrode of any of the types in NEC 250.52 (A) (4) t eraceway to protect the cable from abrasion.

(A) (8) History: CR 08-047: crRegister February 2009 No. 638, 8~1-09.
History: CR 08-047: crRegister February 2009 No. 638f. &-1-09;CR

13-042:r. and recr. Register November 2013 No. 695, eff. 12-1-13. SPS 316.314 Outlet, device, puII and junction
SPS 316.300 Wiring methods (1) ELECTRICAL boxes; conduit bodies; fittings; and handhole enclosu -

REQUIREMENTSFOR PRIVATE SEWAGE SYSTEMS. Thesedepartment €S (1) CONDUCTORSENTERINGBOXES,CONDUIT BODIES, ORFIT-

rulesapply to private sewage systems and are in addition to %\%GS. This is a department exception to the requirements of NEC
requirement®f NEC 300: 4-17.(5) and (C): . . .

(@) Wrring methods. All effluent pump circuit wiring shall Exception: Nonmetallic sheathed cable is not required to be
comply with the approved wiring methods as specified in NEGecuredo the boxor conduit body where it is installed in accord

300and all of the following requirements: ancewith the wiring method specified in s. SPS 316.312.
1. Effluent pumps shall be supplied by a separate branch cir (2) OutLeT BoxEs. This is a department rule in addition to the
cuit supplying no other loads. requirement®f NEC 314.27 (A):In a dwelling unit, a ceiling out

2. Alarm wiring may not be connected to the pump circuitlet box installed for use as a lighting fixture outlet ihabitable
3. All abovegroud cables and flexible crds $al be enclosed o0mor kitchen and located where a ceiling fan could be installed

to proted againg physicd damage. shallbe a type listed for ceiling fan support.
History: CR 08-047: crRegister February 2009 No. 63, 8F1-09; correction
4. The neutral conductor may not be common to both alaif\1) made under s. 13.92 (4) (b) 7., Stats., Register DecemiieN20B72,CR

and pump circuits. 13-042:am. (title) Register November 2013 No. 695, eff. 12-1-13.

5. Where the wiring enclosure for the alarm and pairguit .
is located outside the p?ump chamlzety openings intoghg[gjump SPS 316.334 Nonmetallic-sheathed cable: T ypes
chamberfor circuit wiring shall be sealed or plugged to preveriM, NMC and NMS. (1) UsespermITTED. Substitute the fel
the passage of gas or vapor into the wiring enclosure. owing wording for NEC334.10(3): Other structures permitted
Note: This prohibits use of a multi-witeranch circuit to supply both the alarm O be of ypes IIl, IV, and V construction except as prohibited in
and pump. NEC 334.12.

Note: See NEC 430.102 for location of disconnects. (2) TvrESNM. NMC. AND NMS. The requirememspecified

(b) Ground-fault cicuit protection. A single receptacle iy NEC 334.12 (A) (2) are not included as part of this chapter
locatedat the pump chamber that has an alarm or pump connect@story: CR 08-047: crRegister February 2009 No. 638f. &1-09;CR

to it does not requirground—fault circuit—interrupter protection. 13-042:am. (2) (title) Register November 2013 No. 695, eff. 12-1-13.

(2) PROTECTION AGAINST PHYSICAL DAMAGE. The require

mentsspecified in NEC 300.4 (D) are not included as part of thjs SPS 316.358 Uses permitted. _This is a departmentle
P () P |Jn addition to the requirements of NEC 358.12: Electrical metallic

chapter. : A - h
History: CR 08-047: crRegister February 2009 No. 638f. &1-09:cR  tubingmay not be used in direct contact with earth, in concrete
13-042:cr. (1) (a) 5. Register November 2013 No. 695, eff. 12-1-13. slabsor floors poured on earth, or in exterior concrete walls below
grade.

SPS 316.310 Conductors for general wiring. ~ This is History: CR 08-047: crRegister February 2009 No. 638, &-1-09.
adepartmentule in addition to the requirements in NBCO0.15
(B) (3) (a): The derating factors shown in NE&bIE 310.15 (B) SPS 316.400 Flexible cords and cables . This is a
(3) (a) do not apply to branch circuits supplyingiadividual departmengtxception in addition to the exception in NEC 400.8
dwelling unit except under the following conditions: (4):

RegisteNovember 2013 No. 69&
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ExceptionNo. 2: Flexible cords and cables permitted by NEC SPS 316.680 Swimming pools, fountains and simi -
400.7(A) that are connected to sources other than busways ntaiyinstallations. (1) PERIMETER SURFACES. This is a depart
be attached to adequatedyipported equipment or building sur mentrule inaddition to the requirements of NEC 680.26 (B) (2).

facesprovided the type oford or cable, the attachment to thd e requirements specified in NEC 680.26 (B) @@ps not apply
building and equipment, and the support comply withprevi- {0 2listed self-contained spa or hot tub constructed with nenme

sions of NEC 368.56 (B). tallic walls. o ) »
History: CR 08-047: crRegister February 2009 No. 638f. &1-09; CR (2) PooL waTER. This is a department rule in addition to the
13-042:am. (title) Register November 2013 No. 695, eff. 12-1-13. requirement®f NEC 680.26 (C). Theequirements specified in

NEC 680.26 (C) does natpply to a listed self-contained spa or
SPS 316.406 Receptacles, cord connectors and hottub constructed with nonmetallic walls.
attachment plugs (caps). The requirements in NEC 406.4 (D) History: CR 08-047: crRegister February 2009 No. 638f. &-1-09;CR

(4) are not included as part of this chapter 13-042:am. (title) Register November 2013 No. 695, eff. 12-1-13.
History: CR 08-047: crRegister February 2009 No. 638f. &-1-09;CR
13-042:Register November 2013 No. 695, eff. 12-1-13. SPS 316.700 Emergency systems. (1) WIRING, EMER-
GENCYSYSTEM. This is a department rule in addition to the require
SPS 316.450 Transformers and transformer vaults mentsof NEC 700.10 (B):
(including secondary ties). (1) OVERCURRENTPROTECTION. (a) Except as provided in pab), emegency circuitwiring

Thisis a department rule in addit_ic_)n to the requirement_s in NEGallbe listed racewaysype AC cable or Jipe MC cable.
Table450.3 (A) Note3: The qualified person shall be either an (b) Emegencylighting fixtures may use flexible cord conmec

employeeat that locatioror an employee contracted for thispur . f - A e
posewho is readily available. It:JOrE?nlarllricegmp“anceNlth NEC 410.62 (C) for electric dischuysr

(2) LocaTioNn. Substitute the following wording foEC . . .
450.41: Vaults containing oil-insulated transformers shall be (2) GENERALREQUIREMENTS. This is a department rule in add
locatedwhere the vaults can be ventilated to the outsideigir 10N 10 the requirements in NEC 700.12 (intro.): The enclosure of
out using flues or ducts, except where a petition for variance!ft @ltérnate source of power located outdoors for gemey sys

temsshall be located at least f&et horizontally from any com

approved. > ; S
FI)-lFi)story: CR 08-047: crRegister February 2009 No. 638f. &1-09;CR bustibleportion of a Ype Ill, Type IV,_ or Type V building an_d at
13-042:am. (title), (1) Register November 2013 No. 695, eff. 12-1-13. least 20 feet from an outdooglectrical transformerelectrical
metering,service equipment or normal power distributemuip
SPS 316.511 Commercial garages, repair and sto - ment. These dimensions may be reduced where a noncombustible
rage. (1) The requirementspecified in NEC 51.3 (C) (1) (a) barrieris installed that extends at least 3 feet beyond eaclofside
arenot included as part of this chapter the alternate power source and transformiére height of the bar

(2) Substitutethe following wording for NEC 5.3 (C) (2) 'ier shall beat least one foot above the top of the transfqreiee
(a): Theceiling area shall be unclassified where ventilation is préical metering, serviceequipment, or alternate power source,
vided from a point not more than 18 inches from the highest poiffhicheveris higher
in the ceiling. The ventilation shall conformdbapters SPS 361  (3) GENERAL REQUIREMENTS, DUAL SUPPLIES. The require
to 366. mentsin NEC 700.12 (B) (3) are not included as mdithis chap

Note: The Commercial Building Code, chapters SPS 86366, adopts and refer ter.
enceshe International Mechanical CodB|C, for the design of ventilation systems.  Note: See chs. SPS 361 to 366 for further requirements.
Theadopted provisions of the International Mechanical Code under section 502.18listory: CR 08-047: crRegister February 2009 No. 638f. &1-09;CR
prescribeprovisions for repair garages foatural gas— and hydrogen- fueled 13-042:am. (1) (intro.), (3) Register November 2013 No. 695, eff. 12-1-13.
vehicles.

History: CR 08-047: crRegister February 2009 No. 638f. &1-09; CR .
13-042:renum. SPS 316.51to (1) and am((title) and (1), cr. (2) Register Novem SPS 316.701 Legally required standby systems.

ber 2013 No. 695, eff. 12-1-13; cagction in (1) made under s. 13.92 (4) (b) 7., (1) ApDITION. This is a department rule in addition to the require
Stats., Register November 2013 No. 695. mentsin NEC 701.12(intro.): The enclosure of the alternate
i o . sourceof power located outdoofer legally required standby sys
SPS 316.547  Agricultural buildings.  This is adepart  emsshall be located at least fét horizontally from any com
mentexception to the requirementsNIEC 547.5 (G): Exception: pystipleportion of a Ype Ill, TypelV, or Type V building and at
Ground-faultcircuit—interrupter protection is not required for §g45t 20 feet from an outdocelectrical transformerelectrical
singlereceptacle providing powéor an electric fence controller |, tering,service equipment or normal power distributéuip
used for livestock containment where an accessible ground—fq,HEm_ These dimensions may be reduced where a noncombustible
circuit-interrupteprotected receptacle is located within 900 My, yieris installed that extends at least 3 feet beyond eaclokide
(SHﬁtgt(g;thCeerg?o—g ';CRIezirs ?;?riisedmrfecriggﬂoe'egs off 10-1-13.  thealternate power source and transformire height of the bar
’ : T "~ rier shall beat least one foot above the top of the transfqoretee
trical metering, serviceequipment, or alternate power source,

SPS 316.620 Elevators, dumbwaiters, escalators, whicheveris higher

moving walks, platform lifts and stairway chairlifts. This . ik
is adepartment informational note to be used under NEC 620.%%:(2) DELETION. The requirements specifiedWEC 701.12 (B)
Note: See NEC 620.53, 620.54 and 620.55 for additional requirements. are not included as part of this chapter
History: CR 08-047: crRegister February 2009 No. 638f. &1-09;CR Note: See chs. SPS 361 to 366 for further requirements.
13-042:am. (title) Register November 2013 No. 695, eff. 12-1-13. History: CR 08-047: crRegister February 2009 No. 63, 8F1-09; correction
in (1) madeunder s. 13.92 (4) (b) 7., Stats., Register February 2009 Nac@38¢-

. . . tionsin (1), (2) made under s. 13.92 (4) (b) 7., Stats., Register November 2013 No.
SPS 316.675 Electrically driven or controlled irriga - 695. @@ @® 9

tion machines. This isa department rule in addition to the
requirementsn NEC 675.8: A service disconnecting means with Subchapter IV — Electrical Inspection
overcurrentprotection shall be provided at the service point in

accordancevith NEC 230 subchapter VI.
History: CR 08-047: crRegister February 2009 No. 638f. & 1-09;CR SPS 316.900 Purpose. Pursuant to s101.82, Stats., the

13-042:am. Register November 2013 No. 695, eff. 12-1-13. purpose of this subchapter is to establish rules for the inspection

RegisteNovember 2013 No. 695
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201 SAFETY AND PROFESSIONAL SERICES SPS 316.920

of electrical construction of farms, public buildings and places @hereany person is, directly or indirectigmployed byanother for direct or indirect
employment gainor profit, but does not include any place where persons are employed in private
b . i . domesticservice which does not involve the use of mechanical power or in farming.
' emfrgof%‘ m (ég rﬁ;gi%t%rossgteigggflr:legb%?jég\loéo%%si\lg'f %%éla_eg%(%R 08-047: “Farming” includes those activities specified in s. 102.04 (3), and also includes the
’ ) 9 y ) ’ transportatiorof farm products, supplies, or equipment directly to the farm by the
. - operatorof the farm or employees for use thereon, if such activities are directly or
- SPS316.905 Scope. This subchapter SpGCIfIGS the eleCingirectly for the purpose of producing commodities for market, or as an accessory
trical construction to be inspected, the inspection procedures tadgich production. Whemsed with relation to building codes, “place of employ
followed and the procedures for connection of electric servicement”does not include any of the following:

; . ; _1_ _OA7- (a) An adult family home, as defined in s. 50.01 (1).
remfﬁ%%’m ggnljr%gisg%rls'ggggtlg? ,r:]égbgrﬁésoz'osogﬁ‘\‘g.f %%%eg?(%R 08-047: (b) Except for the purposes of s. 101.4 previously constructed building used
as a community—based residential facilag defined in s. 50.Q1g), which serves

; : ; ; 20 or fewer residents who are not related to the operator or administrator
SPS 316.910 Appllcatlon. This SUbChapter applles to (c) A home-based business, as defined by the department by rule.

persons,independent inspectioagencies, municipalities and 13) “Publi ildina” has the meanin i nder
stategovernmental agencies engagethe inspection of electri 10§ gi(lZ)Ubeatbisu ding” has the meaning specified under s.
cal construction for the purposes of administering and enforcingic. Under s. 101.01 (12), Stats.:
this chapter on farms and in public buildings and places of(12)Public building” means any structure, including exterior parts of such-build
employment,and to companies or utilities prov|d|ng connectioimg, such as a porch, exterior platform, or steps providing means of ingress or egress,
i i used in whole or in part as a place of resort, assemblage, lodging, tréideptett

of electric service.

History: Cr. Register September1999, No. 525, &f10-1-99 CR 08-047: pancy,or use by the public or by 3 or more tenants. When used in relation to building

: 7 codes,‘public building” does not include any of the following
renum.from Comm 16.62 Register February 2009 No. 6383¢1-09. (a) A previously constructed building used as a community-based residential

facility as defined in $50.01 (1g) which serves 20 or fewer residents who are not

SPS 316.915  Definitions.  In this subchapter: relatedto the operator or administrator
(1) “Certified inspector” means a certified commercial elec (b) An adult family home, as defined in s. 50.01 (1).
trical inspector (c) A home-based business, as defined by the department by rule.

“ . . . " History: Cr. Registeyr September1999, No. 525, &f10-1-99 CR 08-047:
(2) “Commercial electrical inspector” means a perseho  renum.from Comm 16.63 Register February 2009 No. 6383ef.-09;correction

conductsinspections of electrical construction of farmsblic  in (3) made under s. 13.92 (4) (b) 6., Stats., Register DecemiieN20572.
buildingsand places of employment.
~ (3) "Department’means the department of safety and profe?_‘,u
sionalservices.
(4) “Electrical construction” means thiastallation of electri
cal wiring.
(5) “Electrical contractor” means any persdinm or corpora

tion engaged in the bu$ir:e§§ of Fretcf[ingl], installing, altering, a0 5. 101.86 (1), Stats., municipalities may exercise jurisdic
repairing,servicing or maintaining electrical winng. . tion over inspection of electrical constructimnpublic buildings

_ (6) “Electrical wiring” means all equipment, wiring, material,andplaces of employment by passage of ordinances, providing all
fittings, devices, appliances, fixtures and apparatus used for §yghe following conditions are complied with:

Proguctlon,m?dlflcatcljpn, fefgu'la“?'ﬁ’ ?ontrol,f d'St“bl;]“Or.‘v *ft' 1. The municipalitys ordinances meet the minimum require
ization or safeguarding of electrical eggrfor mechanical, \entof this subchapter

chemical,cosmeticheating, lighting or similar purposes as cov 2. The municipality notifies the departmenteast 30 days

erec;by“[t:hemsqi:c:;)e c: this fhap\tl\?r: re farming i nducted prior to the dateupon which the municipality intends to assume
(7) “Fal eans a place where fa g is conducted. the jurisdiction.

(8) “Farming” hasthe meaning specified under s. 102.04 (3), 3. The municipality provides the department with a copy of

Stats. : h ; L .
Note: Unders. 102.04 (3), Stats., “farming” means the operation of farm premisletss electrical ordinances anslibsequent revisions to the ordi

ownedor rented by the operatotFarm premises” means areas used for operatiod3aNCES.
hereinset forth, but does not include other areas, greenhouses or other similar struc 4, The municipalitys ordinances adopt this chapter in its
turesunless used principally for the production of food and farm plants. iret

Note: Section 102.04 (3), Stats., states that the operation of farm premises sﬁQF Y. . . . N
bedeemed to be the planting and cultivating of the soil thereof; the raising and har 5. The municipalityemploys or contracts with certified
vesting of agricultural, horticultural or arboricultural crops thereon; the raisinqnspectorgjr independent inspection agencies to perform electri
breedingtending, trainingagnd management of livestock, bees, pouftn-bearing i . £ .
animals,wildlife or aquatic life, or their products, thereon; the processing, dryin§@l INSPection functions.

packing,packaging, freezingrading, storing, delivering to storage, to market or to 6. Themunicipality provides the department with the names

acarrier for transportation to market, distributing directly to consumers or marketing e ; ; : : ;
any of the above—named commodities, substantially all of which have been plan{gd its certified Inspectors Odependent Inspection agencies

or produced thereon; the clearing of such premises and the salvaging ofaimiber€mployedor contracted by the municipality

management and use of wood lots thereon, but not including logging, lumbering or 7 Themunicipality provides the department with any infor
wood cutting operations unless conducted as an accessory to other farming opera,.

tions; the managing, conserving, improving and maintaiminglich premises or the ! ation requestedby the department relative to the electrical
tools, equipment and improvements thereon and the exchange afsabdces or  inspectionof public buildings and places of employment.
theexchange of use of equipment with other farmers in pursuing such activities. Note: Section 13.48 (13), Stats., exempts state buildings from local ordinances or
(9) “|ndependeninspection agency" means any Corporationggulationsrelating to building construction, permits and similar restrictions.
partnershipor sole proprietgother than a municipal corporation,  (b) Joint jurisdiction. Municipalities may jointly exercise the

SPS 316.920 Authority. (1) DEPARTMENTAL AUTHORITY.
rsuantto ss. 101.82 and 101.84, Stats., the departisent
grantedthe authority and jurisdictioaver the inspection of elec
trical construction of farms, public buildings and places of
employment.

(2) MuNiciPAL AUTHORITY. (@) Jurisdiction conditions.Pur

thatperforms inspections of buildings. jurisdiction granted in par(a).
(10) “Municipality” means a cityvillage, town or county in (c) Municipal contracts.A municipality may contract with a
this state. certified inspectoy independeninspection agency or the depart
(11) “Person” includes all partnerships, associatiomsd Mment for those inspection servidbsit the municipality does not
bodiespolitic or corporate. performunder par(a) or (b). .
(12) “Placeof employment’has the meaning specified under (d) County. 1. Ordinances enacted by a county under this sub
5.101.01 (1), Stats. sectionestablishing electrical inspection functions shall apply to
Note: Under s. 101.01 (3, Stats.: all municipalitieswithin that county which have not assumed

(11) “Place of employment” includes every place, whether indoors or out furisdiction.
undergrounchnd the premises appurtenant thereto where either temporgpiy or : . .
manentlyany industrytrade, or business is carried, or where any process or opera 2. . O_rdlnances enac_ted _by a CPU”W un_der this subsection
tion, directly or indirectly related to any industtsade, or business, éarried on, and establishingcounty electrical inspection functions may not-pre
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ventor prohibit a municipality within thatounty from assuming 4. If the installation is incomplete or not in compliance with
thosefunctions at any time. this chapter or the municipal ordinances, orders to correct shall be
(e) Relinquishing of jurisdiction.The municipality shall notify issuedin accordance with the municipal ordinances.
the department, in writing, at least 30 days prior to the date upon(3) INDEPENDENT AGENCY INSPECTIONS. (@) Municipalities.
which the municipalityintends to relinquish jurisdiction responsi Independentinspection agencies performing inspecticios
bilities. municipalitiesexercising jurisdiction under §PS 316.920 (2)
History: Cr. Register September1999, No. 525, f10-1-99 CR 08-047:  shall provide inspections in accordance with the requirenents
renum.from Comm 16.64 Register February 2009 No. 6383e1-09;CR 13-042: SUb.(Z) for municipalities.
am. (2) (c) Register November 2013 No. 695, eff. 12-1-13. . . i .
(b) Department. Independent inspection agencies performing
SPS 316.930 Electrical plan review. Upon request, the inspectiongfor the department shall provide inspections as speci
departmentmay perform electrical plan review for dwellingsfied in the contract with the department.
public buildings, places of employment and electrical services. (4) DEPARTMENT INSPECTIONPROGRAM. (&) Specific inspec
History: CR 08-047: crRegister February 2009 No. 638, 8-1-09. tions. The department may inspect all electrical wiring in new
construction,additions, alterations and change of use of public
SPS 316.940 Inspections. (1) PERSONSAUTHORIZEDTO  buildingsand places of employment requiring submittal of build
PERFORMINSPECTIONS. (&) General. Inspections performed for a ing plans under s. SPS 361.30 in all of the following occupancies
municipality, independent inspection agency or the departmethiat are not within the boundaries of municipalities exercising
for the purpos®f administering and enforcing this chapter shajurisdiction:
be performed by a certified inspector 1. Nursing homes and health care facilities.
(b) Right of entry A certified inspector performing inspec 2. Hotels, motels, and other buildings that provide overnight
tionsunder par(a) may during reasonable hours, enter any buildgccommodations.
ing or premises in the dischyar of his or her ditial duties for the 3. Day care centers and schools
purposeof making inspections, re—inspections or testing of-elec  ° . . L
trical construction. 4, Communlty—basgd re3|dentlgl facilities.
Note: Section SPS 305.63 contains requirements pertaining to the certifichtion 5. Restaurants having a capacity of 100 or more occupants.
commercialelectrical inspectors. 6. All indoor theaters.
_(2) MunicipaL INsPECTIONS. (@) Electrical wiring requiring (b) Random inspectionsThe department may perform fran
inspection. Municipalities exercising jurisdictionnder s. SPS 4qm‘inspections of electrical wiring in any new construction,
316.920(2) shall provide for inspection of all electrical wiring in,qgitions alterations, and change of use of public buildings and
all of the following: placesof employment that are not within the boundaries of munic
1. Newconstruction, additions, alterations and changes of Uggilities exercising jurisdiction.
of public buildings and places of employment requiring submittal (c) Requested or complaifitspections. The department may
of building plans under s. SPS 361f80the classes of occupan performinspection of electrical construction in public buildings
ciesspecified under sub. (4) (). or places of employment in any municipalitgon written request
2. Such other installations as required by the municipalityor complaint.

(b) Inspection types.Inspections required to be performed (d) Farm inspections.The departmernnay inspect electrical
shallbe of all of the following types for the purpose of determiningonstructionon farms.
if the electrical construction complies with this chapter: History: Cr. Register September1999, No. 525, €f10-1-99; CR 01-139: am.

f ; ; ; (2) (@) 1. and (4) (a) (intro.) Register June 2002 No. 5587€1-02 CR 08-047:
1. An 'nsDeCtlon before the construction is concealed. renum.from Comm16.65 Register February 2009 No. 638, f1-09; corrections

2. Re-inspections, as necess#myconfirm compliance and in (2) (a) (intro.), (c)L., (d) 3. and (3) (a) made under s. 13.92 (4) (b) 7., Stats., Register

; ; : ; February2009 No. 638; correction in (2) (a) 1., (c) 1., (d) 3., (3) (a), (4) (a) (intro.)
satisfactory completion of all electrical construction. madeunder s. 13.92 (4) (b) 7., Stats., Régister Decembar61672.CR 13-042;
3. A final inspection. am. (2) (c) 1., 2., (4) (b) Register November 2013 No. 695, eff. 12-1-13.

(c) Permit equired. 1. Except as provided in subd. 2., electri SPS 316.950 Connection of electric service. The

cal wiring as specified in pafa) may not be installed until an - LS . )
9 P paa) may ompanyor utility furnishing electric current shall obtgmoof

applicationfor a permit and theequired fees have been submitte X ot X . . e
to themunicipality exercising jurisdiction under s. SPS 316.92f atelectrical w;rllrllg complies with this chapter before fumishing
eservice, as follows:

2).
- ; 1) CeRTIFICATE REQUIRED. The electrical wiring required to
2. Under emagencyconditions, the necessary electrical-con (
structionmay becommenced without submitting an applicatiorl{f’e'nsIOGCtEOI under s. SPS 316.940 (2) (a) may not be connected

for a permit. The person performing the egeexcy electrical con 10F use until a certificate is filed with the company or utility-fur
structionshall report the construction to the municipalitylater nishingelectric current. The certified inspector authorized te per

thanthe next business dajhe emagency electricatonstruction [0 the inspection shall complete afile the certificate with the
shall conform to this chapter companyor utility.

; ; PR 2) STATEMENT REQUIRED. Electrical wiring not requirin@
(d) Inspection. 1. Upon completion of the electriocalring 2) ;
requiredto be inspected under p@) or before any electrical wir Certificateunder sub. (1) may not be connected for use uwiilta
ing is to be hidderfrom view the person, firm or corporation €N statement is filed with the company or utility furnishing elec
installing the electrical wiring shall notify the municipality thattfiC current indicating that the electrical wiring complies with this
the installation is ready for inspection chapter.The electrical contractor or other person doing the wiring

L . . . shallcomplete and file the written statement with the company or
2. The certified inspectaesponsible for the inspection Sha”utility P pany
perform the requested inspection within 2 business days aftefyigiory: cr. Register September1999, No. 525, £110-1-99 CR 08-047:
receiving notification. renum.from Comm16.66 Register February 2009 No. 638, f1-09; corrections

. : P : . . in (intro.) and (1) made under s. 13.92 (4) (b) 7., Stats., Register February 2009 No.
3. If upon inspection, it is found that the installation is full 38; correction in (1) made under s. 13.92 (4) (b) 7., Stats., Register December 201
672.

in compliance with this chapter and the municipal ordinances,
certified inspector shall approve the installation and authorize

concealmenbf the electrical wiring or connection of electsier SPS 316.960 Technical assistance. The department
vice. Forconnection of electric service, the certified inspectahall provide technical assistancett® extent possible with the
shallissue the certificate required in s. SPS 316.950 (1). availableresources to anyerson, upon written request, regarding
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interpretationand applicatiorf this chapter The technical assist
ance may consist of telephone, written, infiof or on-site
review of specific problems.

History: Cr. Register September1999, No. 525, &f10-1-99 CR 08-047:
renum.from Comm 16.67 Register February 2009 No. 6383efl.—09.
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